FAP, EXISTING FIRE ALARM CONTROL PANEL

ClE]  EXISTING FIRE ALARM NOTIFICATION APPLIANCE (BELL)

EXISTING FIRE ALARM CONDUIT RACEWAY

75 cd
NEW FIRE ALARM NOTIFICATION APPLIANCE (STROBE)
CANDELA AS NOTED

J NEW FIRE ALARM RACEWAY JUNCTION BOX

\_ NEW FIRE ALARM CONDUIT RACEWAY (3/4—INCH DIAMETER MINIMUM)
A A:  SINGLE PAIR AWG #14 THHN CONDUCTORS
2A: TWO PAIR AWG #14 THHN CONDUCTORS

(
AN A\ |
EXISTING FIRE ALARM A (NEW NAC, ONLY).

CONDUIT SERVING HSSD OTHER CONDUCTORS/ BREAK EXISTING CONDUIT AND
SYSTEMS FOR THE CLEAN CABLES NOT SHOWN PROVIDE NEW BOX FOR PULLING
ROOM SPACE

NOTIFICATION APPLIANCES ON
THE 2ND FLOOR. SEE FA1.0
FOR CONTINUATION.
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